PART 1 GENERAL

1.1 Design Guidelines

1. Install corner guards at gypsum board wall construction in areas of high traffic and wear such as corridors and building lobbies.

2. Consider installing chair rails, rub strips or wainscots in high traffic areas, especially those with high cart or equipment traffic.

3. Install door and frame protection at doors in areas of high cart or equipment traffic.

1.2 Performance Standards

1. Class I flame/smoke rating per UL-723 and ASTM E84.

PART 2 PRODUCTS

2.1 System Description

1. Corner Guards: Vinyl/ acrylic type, 0.078” thick, surface or recess mounted.

2. Chair rails/ Rub strips: Vinyl/ acrylic type.

3. Door & frame protection: Vinyl/ acrylic type.